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2014 EPA Inspection: H1d

No release detection on 3 of 3 pipes (LTT & ALLD test) /12 %O 2%0 ) (Jb) or 2‘5"‘44

No release detection on 1 tank (used oil) |20 Z%0. 4] (_ﬂ)

7 out of 12 months RD records on 4 tanks M‘u‘snb & 5 X L‘[ 7 2%¢0.4) C@

Failure to equip 4 pressurized line with an ALLD (he removed it himself approx.. 1 year ago) & | 200

Failure to follow permanent closure requirements of removing a pipe run to a removed 2%0. "U (%(M‘
o

dispenser island
& 10,300

ADEC 2011 3 year:
e No piping RD, monthly monitoring or annual testing q 20
e No RD on used oil tank L(ZO
e RD probation 9/2011 to 9/2012 for pipes L\LO o
o Nothing it appears for tanks / W\(\; CV :U ) YA
A L0

2008 EPA Inspection

e No Piping RD (LTT or ALLD test) — written up in FNNC
e No monthly RD records for 1 tank — not addressed
e Facility was in process of being sold to new owner
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